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CICZCI 
associated electric cooperative, inc. 

Certified Mail 7016207000006019397 4 
Return Receipt Requested 

March 29, 2021 

Enforcement and Compliance Assurance Division 
U.S. Environmental Protection Agency, Region 7 
Mail Code: ECAD/AB 
11201 Renner Blvd. 
Lenexa, KS 66219 

Re: Annual Compliance Certification 
Installation ID: 143-0004 
Permit No. OP2020-012 

Dear Sir or Madam. 

New Madrid Power Plant 
P.O. Box 156 

New Madrid, Missouri 63869 
Phone 573-643-2211 

Fax 573-643-2001 

In accordance with the current permit provIsIons and pursuant to 10 CSR 10-
6.6065(6)(C)1 .C, the Associated Electric Cooperative, Inc. (AECI) facility located near 
New Madrid, Missouri is required to submit the 2020 Annual Compliance Certification. 
The certification also incorporates the Semi-Annual Monitoring Report for the period 
ending December 31st, 2020. In addition to the required forms, the report contains 
information related to CO 30-day rolling average data, CO 12-month rolling tonnage 
data, opacity 6-minute exceedance events, and dust collection system force tracking . 

If you have any questions or concerns regarding this submittal , please do not hesitate to 
contact me at 573-643-6240 or kfarmer@aeci.org. 

Sincerely, 

~~ 
Kevin Farmer, 
Senior Safety & Environmental Specialist 

cc: Mr. Chris Wood 
MDNR-APCP 

Encl. 



fnll:::::::::::I MISSOURI DEPARTMENT OF NATURAL RESOURCES 
~ AIR POLLUTION CONTROL PROGRAM [1)1~1 PART 70 OPERATING PERMIT COMPLIANCE AND MONITORING REPORT 

FIPS NO. PLANT NO. 

143 0004 
INSTALLATION NAME 

Associated Electric Cooperative, Inc., New Madrid Power Plant 
INSTALLATION LOCATION (STREET ADDRESS AND CITY) 

41 St. Jude Road Marston, Missouri 63866 
OPERATING PERMIT NUMBER DATE OPERATING PERMIT ISSUED 

OP2020-012 March 17, 2020 
TYPE OF REPORT 

Ii] Annual Compliance Certification Ii] Semi-Annual Monitoring Report D Exceedance Report 

If Annual Compliance Certification, is the Annual Compliance Certification being submitted to also fulfill the reporting 
requirements for the Semi-Annual Monitoring Report? Ii] YES O NO 

REPORTING PERIOD START DATE REPORTING PERIOD END DATE 

01/01/2020 12/31/2020 
RESPONSIBLE OFFICIAL PERMIT CONTACT PERSON 

Name Charles Zeringue Kevin Farmer 
Title Senior Plant Manager Senior S&E Specialist 
Mailing Address PO Box 156 PO Box 156 

New Madrid, MO 63869 New Madrid, MO 63869 

Telephone Number with 573-643-2211 573-643-2211 Area Code 

Has the above information changed since the issuance of the operating permit? 0 YES Ii] NO 

CERTIFICATION STATEMENT 

I certify, based on information and belief formed after reasonable inquiry, the statements and information in this document are 
true, accurate and complete .* 

SlrNATURE OF RESPONSIB~AL ' DATE SIGNED 

I 9-c\_,-,t~ , ~ t \ /,.,, ,~- \ q __ ~ \ 
PRINT NAME OF RESPONSl~ IAL ~ Charles Zeringue 
*This certification means that the signatory has verified compliance with all applicable regulations and operating permit 
conditions, and that the installation has complied with all monitoring, record keeping, reporting and testing conditions 
specified in the operating permit unless specified differently in a deviations report . For information concerning administrative 
and civil penalties, consult Section 643.085 of the Revised Statutes of the State of Missouri (RS Mo) and Section 643.151 
RSMo, respectively. 

PART 2 DEVIATION INQUIRY 
FIPS NO. PLANT NO. 

143 0004 
INSTALLATION NAME 

New Madrid Power Plant 
MO 780-1808 (01 -19) Page 1 



REPORTING PERIOD 

January 1, 2020 to December 31, 2020 
1. PLANT-WIDE PERMIT CONDITIONS 

Did the installation experience any deviations during the reporting period from the plant-wide permit conditions? 

[j] YES 0 NO 

2. EMISSION UNIT PERMIT CONDITIONS 

Did the installation experience any deviations during the reporting period from the emission unit permit conditions? 

[j] YES 0 NO 

3. CORE PERMIT REQUIREMENTS 

Did the installation experience any deviations during the reporting period from the core permit conditions? 

[j] YES 0 NO 

4. GENERAL PERMIT REQUIREMENTS 

Did the installation experience any deviations during the reporting period from the general permit conditions? 

0 YES [j] NO 

NOTE: If you checked "Yes" in any of the four deviation questions above, and the installation has not previously 
reported the deviations, the installation must complete Part 3 of the Compliance Certification and Monitoring 
Report Form. 

5. CURRENT COMPLIANCE STATUS 

Are you currently in compliance with all air pollution requirements? 
[j] YES 0 NO 

MO 780-1808 (01-19 ) Page 2 



Missouri Department 
of Natural Resources 
Air Pollution Control Program PART 70 Operating Permit Compliance and Monitoring Report 

PART 3 - DEVIATIONS FROM REQUIRED MONITORING 
FIPS No. Plant No. Installation Name 

143 0004 Associated Electric Cooperative, Inc., New Madrid Power Plant 
Report Period Start Date Report Period End Date 

1/1/2020 12/31/2020 

Permit 
Pollutant 

Monitored Monitoring Deviation 
Cause of Deviation Corrective Action 

Condition Level Method 
Deviation Description Deviation Date 

Duration 

For PW001 Dust Control Bypass Recordkeeping. 

1/11/2020 30.08 

2/13/2020 17.27 

2/14/2020 21.00 

2/16/2020 46.00 Problem with dust collection 

. -

Bypass of baghouse controls 
3/18/2020 3.08 system developed during coal As soon as coal unloading, handling and transfer operations 

PW00l Particulate NA RR (dust collection system) while 
4/26/2020 

handling operations. Dust could be shut down; the dust collection system was 

transferring coal or ash. 10.72 collector bypassed until coal train repaired and placed back into service. 
5/13/2020 1.93 unloaded or coal bunkers filled. 

6/09/2020 2.42 

7/23/2020 6.10 

8/13/2020 23.35 

Old permit allowed monthly 

014 Particulate NA RR 
Missing weekly pressure drop 

Various NA 
inspections, new permit issued Coal yard and operations personnel have been reminded of 

readings. March 17, 2020, requires weekly this permit requirement frequency change. 

inspections 

For EU0010·002 Recordkeeping • Report of PM Excursion/Exceedances* 

* Reporting period January 1, 2020 - March 16, 2020 for this permit condition. The new operating permit effective March 17, 2020 does not include this requirement. 

EU00l0-002 

EP-01 0 hours above excursion trigger due to start up, shutdown or malfunction, over an operating time of 1589 hours (0.0000% of operating time) 

EU00l0-002 

EP-01 0 hours above exceedonce trigger due to start up, shutdown or malfunction, over an operating time of 1589 hours {0.0000% of operating time) 

EU00l0-002 

EP-01 0.55% monitor downtime, as reported quarterly (Reporting for entire period January 1, 2020 - December 31, 2020.} 

For EU0020-002 Recordkeeping - Report of PM Excursion/Exceedances* 

* Reporting period January 1, 2020 - March 16, 2020 for this permit condition. The new operating permit effective March 17, 2020 does not include this requirement. 

EU0020-002 

EP-02 0 hour above excursion trigger due to start up or shutdown, over an operating time of 1656 hours {0.0000% of operating time) 

EU0020-002 

EP-02 0 hours above exceedance trigger due to start up or shutdown, over an operating time of 1656 hours {0.0000% of operating time) 

EU0020-002 

EP-02 0.60% monitor downtime, as reported quarterly (Reporting for entire period January 1, 2020 - December 31, 2020.} 



M issouri Deparbnent 
of Natura Resources 
Air Pollu~ion Control Program 

PART 70 Operating Permit Compliance and Monitoring Report 

PART 4- DEVIATION REPORT SUMMARY 
FIPS No. 

143 
Installation Name 

Associated Electric Cooperative, Inc., New Madrid Power Plant 

Report Period 

1/1/2020 -12/31/2020 
PERMIT CONDITION REPORTING REQUIREMENT 

EU00l0-001 & EU0020-001 Excess emission and monitor downtime reporting (first quarter 2020) 

EU00l0-001 & EU0020-001 Excess emission and monitor downtime reporting (second quarter 2020) 

EU00l0-001 & EU0020-001 Excess emission and monitor downtime reporting (third quarter 2020) 

EU00l0-001 & EU0020-001 Excess emission and monitor downtime reporting (fourth quarter 2020) 

014 Weekly recording of pressure drop readings across control devices 

General {10 CSR 10-

6.065{6){()1.C) Annual Compliance Certification 

General {10 CSR 10-

6.065(6)(()1.C) Semi-Annual Compliance Certification and Monitoring Report (Second Half 2020) 

General {10 CSR 10-

6.065{6){()1.C) Semi-Annual Compliance Certification and Monitoring Report (First Half 2020) 

Plant No. 

0004 

DATE SUBMITTED 

4/27/2020 

7/29/2020 

10/30/2020 

1/30/2021 

9/28/2020 

3/19/2021 

3/19/2021 

9/28/2020 



... 

Source 

CO 30-Day Rolling Average Data 
Plant: NEW MADRID POWER PLANT-AECI 

Interval: 30 Day 
Type: Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

UNIT1 UNIT2 

CO#IMM_R CO#IMM_R 
Parameter (#IMMBTU) (#IMMBTU) 

Unit 

1/1/2020 00:00 0.0195 0.0410 

1/2/2020 00:00 0.0195 0.0400 

1/3/2020 00:00 0.0195 0.0396 

1/4/2020 00:00 0.0195 0.0390 

1/5/2020 00:00 0.0192 0.0399 

1/6/2020 00:00 0.0192 0.0404 

1/7/2020 00:00 0.0191 0.0405 

1/8/2020 00:00 0.0205 0.0408 

1/9/2020 00:00 0.0209 0.0409 

1/10/2020 00:00 0.0207 0.0390 

1/11/2020 00:00 0.0212 0.0425 

1/12/2020 00:00 0.0211 0.0432 

1/13/2020 00:00 0.0211 0.0432 

1/14/2020 00:00 0.0215 0.0411 

1/15/2020 00:00 0.0218 0.0410 

1/16/2020 00:00 0.0217 0.0424 

1/17/2020 00:00 0.0215 0.0421 

1/18/2020 00:00 0.0222 0.0422 

1/19/2020 00:00 0.0221 0.0438 

1/20/2020 00:00 0.0225 0.0437 

1/21 /2020 00:00 0.0228 0.0452 

1/22/2020 00:00 0.0228 0.0468 

1/23/2020 00:00 0.0227 0.0490 

1/24/2020 00:00 0.0230 0.0523 

1/25/2020 00:00 0.0228 0.0508 

1/26/2020 00:00 0.0227 0.0506 

1/27/2020 00:00 0.0224 0.0496 

1/28/2020 00:00 0.0246 0.0512 

1/29/2020 00:00 0.0274 0.0565 

1/30/2020 00:00 0.0278 0.0594 

1/31 /2020 00:00 0.0283 0.0606 

2/1/2020 00:00 0.0294 0.0628 

2/2/2020 00:00 0.0315 0.0628 

2/3/2020 00:00 0.0329 0.0628 

2/4/2020 00:00 0.0328 0.0628 

Report Generated: 03/17/21 15:18 Report Version 6.0 

FIPs #: 143 
Plant#: 0004 

AECl\svcStackVision 



CO 30-Day Rolling Average Data FIPs #: 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: ·Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

2/5/2020 00:00 0.0336 0.0628 

2/6/2020 00:00 0.0355 0.0628 

2/7/2020 0000 0.0353 0.0628 

2/8/2020 00:00 0.0362 0.0622 

2/9/2020 00:00 0.0360 0.0628 

2/10/2020 00:00 0.0357 0.0645 

2/11 /2020 00:00 0.0359 0.0652 

2/12/2020 0000 0.0361 0.0654 

----
2/13/2020 00:00 0.0360 0.0660 

2/14/2020 00:00 0.0358 0.0673 

2/15/2020 00:00 0.0364 0.0686 

2/16/2020 00:00 0.0370 0.0659 

2/17/2020 00:00 0.0367 0.0684 

----
2/18/2020 00:00 0.0375 0.0682 

---- ---
2/19/2020 00:00 0.0373 0.0682 

2/20/2020 00:00 0.0368 0.0689 

2/21 /2020 00:00 0.0368 0.0705 

---
2/22/2020 0000 0.0371 0.0721 

2/23/2020 00:00 0.0378 0.0743 

-----
2/24/2020 00:00 0.0386 0.0768 

------
2/25/2020 00:00 0.0397 0.0769 

2/26/2020 00:00 0.0418 0.0779 

2/27/2020 00:00 0.0398 0.0779 

2/28/2020 00:00 0.0378 0.0768 

2/29/2020 00:00 0.0381 0.0729 

3/1/2020 00:00 0.0385 0.0737 

3/2/2020 00:00 0.0400 0.0745 

3/3/2020 00:00 0.0379 0.0762 

3/4/2020 00:00 0.0379 0.0760 

3/5/2020 00:00 0.0379 0.0708 

3/6/2020 00:00 0.0379 0.0680 

--- - --- ---
3/7/2020 00:00 0.0379 0.0659 

3/8/2020 00:00 0.0358 0.0648 

3/9/2020 00:00 0.0365 0.0655 

3/10/2020 00:00 0.0359 0.0647 

3/1 1/2020 00:00 0.0343 0.0631 

3/12/2020 00:00 0.0338 0.0626 

3/13/2020 00:00 0.0326 0.0658 

3/14/2020 0000 0.0326 0.0700 

Report Generated : 03/17/2115:18 Report Version 6.0 AECl\svcStackVision 



CO 30-Day Rolling Average Data FIPs #: 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

3/15/2020 00:00 0.0335 0.0721 

3/16/2020 00:00 0.0343 0.0723 

3/17/2020 00:00 0.0346 0.0732 

3/18/2020 0000 0.0346 0.0735 

3/19/2020 0000 0.0360 0.0730 

3/20/2020 00:00 0.0363 0.0723 

3/21 /2020 00:00 0.0363 0.0713 

3/22/2020 00:00 0.0363 0.0696 

3/23/2020 0000 0.0360 0.0697 

3/24/2020 0000 0.0359 0.0705 

3/25/2020 00:00 0.0362 0.0694 

3/26/2020 00:00 0.0367 0.0691 

3/27/2020 00:00 0.0366 0.0683 

3/28/2020 00:00 0.0364 0.0666 

3/29/2020 00:00 0.0356 0.0659 

3/30/2020 00:00 0.0344 0.0665 

3/31/2020 00:00 0.0324 0.0660 

- ----
4/1/2020 00:00 0.0325 0.0653 

4/2/2020 00:00 0.0326 0.0637 

4/3/2020 00:00 0.0319 0.0618 

4/4/2020 00:00 0.0313 0.0629 

-- -
4/5/2020 00:00 0.0288 0.0625 

4/6/2020 00:00 0.0279 0.0630 

4/7/2020 00:00 0.0282 0.0639 

---
4/8/2020 00:00 0.0276 0.0652 

4/9/2020 00:00 0.0274 0.0658 

4/10/2020 00:00 0.0267 0.0666 

4/11 /2020 00:00 0.0263 0.0662 

4/12/2020 00:00 0.0259 0.0625 

4/13/2020 0000 0.0259 0.0571 

4/14/2020 0000 0.0252 0.0542 

4/15/2020 00:00 0.0253 0.0538 

-- -
4/16/2020 00:00 0.0246 0.0527 

4/17/2020 00:00 0.0239 0.0540 

4/18/2020 0000 0.0223 0.0543 

4/19/2020 00:00 0.0213 0.0547 

4/20/2020 00:00 0.0204 0.0573 

4/21 /2020 00:00 0.0197 0.0586 

-- -
4/22/2020 00:00 0.0197 0.0581 

Report Generated : 03/17/21 15:18 Report Version 6.0 AECl\svcStackVision 



CO 30-Day Rolling Average Data FIPs #: 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period: 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

4/23/2020 00:00 0.0197 0.0562 

4/24/2020 00:00 0.0197 0.0540 

4/25/2020 00:00 0.0197 0.0549 

4/26/2020 00:00 0.0197 0.0538 

4/27/2020 00:00 0.0194 0.0549 

4/28/2020 00:00 0.0194 0.0554 

4/29/2020 00:00 0.0205 0.0554 

4/30/2020 00:00 0.0211 0.0562 

5/1/2020 00:00 0.0224 0.0562 

5/2/2020 00:00 0.0219 0.0578 

5/3/2020 00:00 0.0224 0.0587 

5/4/2020 00:00 0.0231 0.0575 

5/5/2020 00:00 0.0232 0.0586 

5/6/2020 00:00 0.0236 0.0589 

5/7/2020 00:00 0.0239 0.0575 

5/8/2020 00:00 0.0252 0.0573 

5/9/2020 00:00 0.0254 0.0577 

----
5/10/2020 00:00 0.0262 0.0570 

5/11 /2020 00:00 0.0261 0.0575 

- --
5/12/2020 00:00 0.0263 0.0613 

---- ---
5/13/2020 00:00 0.0263 0.0615 

5/14/2020 00:00 0.0263 0.0615 

5/15/2020 00:00 0.0258 0.0607 

5/16/2020 00:00 0.0258 0.0602 

5/17/2020 00:00 0.0266 0.0567 

5/18/2020 00:00 0.0266 0.0585 

5/19/2020 00:00 0.0263 0.0585 

5/20/2020 00:00 0.0260 0.0585 

5/21 /2020 00:00 0.0259 0.0591 

5/22/2020 00:00 0.0249 0.0565 

5/23/2020 00:00 0.0278 0.0551 

5/24/2020 00:00 0.0296 0.0553 

5/25/2020 00:00 0.0314 0.0542 

5/26/2020 00:00 0.0335 0.0541 

5/27/2020 00:00 0.0377 0.0547 

5/28/2020 00:00 0.0379 0.0553 

5/29/2020 0000 0.0377 0.0540 

5/30/2020 00:00 0.0384 0.0541 

5/31 /2020 00:00 0.0377 0.0529 

Report Generated: 03/17/21 15:18 Report Version 6.0 AECl\svcStackVision 



CO 30-Day Rolling Average Data FIPs #: 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

6/1/2020 0000 0.0369 0.0519 

6/2/2020 0000 0.0364 0.0517 

6/3/2020 00:00 0.0368 0.0498 

6/4/2020 00:00 0.0365 0.0503 

6/5/2020 00:00 0.0361 0.0506 

6/6/2020 00:00 0.0382 0.0514 

6/7/2020 00:00 0.0378 0.0526 

6/8/2020 00:00 0.0363 0.0530 

6/9/2020 00:00 0.0352 0.0513 

6/10/2020 00:00 0.0351 0.0508 

6/11 /2020 00:00 0.0348 0.0517 

6/12/2020 0000 0.0354 0.0516 

6/13/2020 0000 0.0357 0.0477 

6/14/2020 00:00 0.0375 0.0473 

6/15/2020 00:00 0.0378 0.0480 

6/16/2020 00:00 0.0378 0.0474 

6/17/2020 00:00 0.0384 0.0474 

6/18/2020 00:00 0.0432 0.0480 

6/19/2020 00:00 0.0458 0.0464 

6/20/2020 00:00 0.0453 0.0463 

6/21 /2020 00:00 0.0454 0.0467 

6/22/2020 00:00 0.0433 0.0472 

6/23/2020 00:00 0.0436 0.0463 

6/24/2020 00:00 0.0429 0.0496 

6/25/2020 00:00 0.0429 0.0504 

6/26/2020 00:00 0.0429 0.0507 

6/27/2020 00:00 0.0412 0.0508 

6/28/2020 00:00 0.0381 0.0509 

6/29/2020 00:00 0.0388 0.0498 

6/30/2020 00:00 0.0402 0.0508 

7/1/2020 00:00 0.0397 0.0523 

07/02/20 00:00 0.0413 0.0534 

07/03/20 00:00 0.0426 0.0552 

07/04/20 00:00 0.0422 0.0544 

07/05/20 0000 0.0433 0.0557 

07/06/20 00:00 0.0435 0.0548 

07/07/20 00:00 0.0452 0.0536 

07/08/20 00:00 0.0450 0.0530 

07/09/20 0000 0.0451 0.0540 

Report Generated: 03/17/21 15:18 Report Version 6.0 AECl\svcStackVision 



CO 30-Day Rolling Average Data FIPs # : 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

07/10/20 00:00 0.0463 0.0543 

07/11/20 00:00 0.0490 0.0543 

07/12/20 00:00 0.0492 0.0543 

07/13/20 00:00 0.0483 0.0544 

07/14/20 00:00 0.048 1 0.0555 

07/15/20 00:00 0.0470 0.0569 

07/16/20 00:00 0.0472 0.0559 

07/17/20 00:00 0.0465 0.0574 

07/18/20 0000 0.0463 0.0581 

07/19/20 00:00 0.0465 0.0590 

07/20/20 00:00 0.0419 0.0606 

- --
07/21 /20 00:00 0.0387 0.0607 

07/22/20 00:00 0.0388 0.0625 

07/23/20 00:00 0.0383 0.0616 

07/24/20 00:00 0.0377 0.0633 

07/25/20 00:00 0.0375 0.0596 

-----
07/26/20 00:00 0.0376 0.0590 

07127120 00:00 0.0377 0.0596 

07/28/20 00:00 0.0374 0.0614 

07/29/20 00:00 0.0375 0.0633 

07/30/20 00:00 0.0359 0.0646 

07/31 /20 00:00 0.0356 0.0646 

08/01 /20 00:00 0.0336 0.0646 

---
08/02/20 00:00 0.0321 0.0646 

08/03/20 00:00 0.0322 0.0646 

08/04/20 00:00 0.0303 0.0630 

08/05/20 00:00 0.0302 0.0639 

08/06/20 00:00 0.0280 0.0634 

08/07/20 00:00 0.0256 0.0630 

---
08/08/20 00:00 0.0254 0.0625 

08/09/20 00:00 0.0244 0.0605 

08/10/20 00:00 0.0235 0.0614 

-- ----
08/11 /20 00:00 0.0251 0.0622 

---08/12/20 0000 0.0267 0.0670 

08/13/20 0000 0.0275 0.0695 

08/14/20 00:00 0.0304 0.0694 

08/15/20 00:00 0.0304 0.0691 

08/16/20 00:00 0.0321 0.0682 

08/17/20 0000 0.0353 0.0715 

---

Report Generated : 03/17/21 15:18 Report Vers ion 6.0 AECl\svcStackVision 



CO 30-Day Rolling Average Data FIPs # : 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

08/18/20 00:00 0.0376 0.0737 

08/19/20 00:00 0.0395 0.0793 

08/20/20 00:00 0.0424 0.0820 

08/21 /20 00:00 0.0458 0.0850 

-- - ------
08/22/20 00:00 0.0509 0.0844 

---- ----
08/23/20 00:00 0.0539 0.0859 

---
08/24/20 00:00 0.0537 0.0863 

08/25/20 00:00 0.0540 0.0865 

08/26/20 00:00 0.0545 0.0866 

08/27/20 00:00 0.0561 0.0876 

08/28/20 00:00 0.0571 0.0918 

08/29/20 00:00 0.0610 0.0918 

---
08/30/20 00:00 0.0610 0.0921 

08/31 /20 00:00 0.0610 0.0908 

09/01 /20 00:00 0.0610 0.0888 

- -
09/02/20 00:00 0.0618 0.0866 

09/03/20 00:00 0.0629 0.0877 

09/04/20 00:00 0.0625 0.0892 

09/05/20 00:00 0.0629 0.0902 

09/06/20 00:00 0.0661 0.0951 

09/07/20 00:00 0.0673 0.0967 

09/08/20 00:00 0.0694 0.0962 

09/09/20 00:00 0.0706 0.0970 

09/10/20 00:00 0.0713 0.0984 

09/11 /20 00:00 0.0715 0.0981 

09/12/20 00:00 0.0696 0.0938 

09/13/20 00:00 0.0676 0.0919 

09/14/20 00:00 0.0663 0.0919 

09/15/20 00:00 0.0665 0.0909 

09/16/20 00:00 0.0643 0.0921 

09/17/20 00:00 0.0623 0.0881 

09/18/20 00:00 0.0609 0.0866 

09/19/20 00:00 0.0588 0.0813 

09/20/20 00:00 0.0572 0.0777 

09/21 /20 00:00 0.0560 0.0743 

09/22/20 00:00 0.0538 0.0726 

09/23/20 00:00 0.0511 0.0703 

09/24/20 00:00 0.0476 0.0716 

09/25/20 00:00 0.0476 0.0700 
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CO 30-Day Rolling Average Data FIPs #: 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period : 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

09/26/20 00:00 0.0456 0.0704 

09/27/20 00:00 0.0456 0.0704 

------
09/28/20 00:00 0.0456 0.0704 

09/29/20 00:00 0.0456 0.0704 

09/30/20 00:00 0.0445 0.0704 

10/01/20 00:00 0.0427 0.0704 

10/02/20 00:00 0.0391 0.0704 

10/03/20 00:00 0.0398 0.0704 

10/04/20 00:00 0.0400 0.0704 

10/05/20 00:00 0.0427 0.0704 

10/06/20 00:00 0.0446 0.0704 

10/07/20 00:00 0.0424 0.0704 

10/08/20 00:00 0.0432 0.0704 

10/09/20 00:00 0.0432 0.0704 

---
10/10/20 00:00 0.0442 0.0704 

10/11 /20 0000 0.0458 0.0704 

- ---
10/12/20 00:00 0.0468 0.0704 

-- -
10/13/20 00:00 0.0486 0.0704 

---
10/14/20 00:00 0.0504 0.0704 

10/15/20 00:00 0.0521 0.0704 

10/16/20 0000 0.0529 0.0704 

----10/17/20 00:00 0.0535 0.0704 

10/18/20 00:00 0.0546 0.0704 

10/19/20 00:00 0.0594 0.0704 

10/20/20 00:00 0.0640 0.0704 

10/21 /20 00:00 0.0705 0.0704 

10/22/20 00:00 0.0737 0.0704 

10/23/20 00:00 0.0767 0.0704 

10/24/20 00:00 0.0790 0.0704 

10/25/20 00:00 0.0792 0.0704 

10/26/20 00:00 0.0799 0.0704 

10/27/20 00:00 0.0814 0.0704 

10/28/20 0000 0.0845 0.0687 

10/29/20 00:00 0.0876 0.0635 

10/30/20 00:00 0.0894 0.0630 

10/31 /20 00:00 0.0904 0.0613 

11 /01 /20 00:00 0.0918 0.0621 

--- -------
11 /02/20 00:00 0.0933 0.0637 

11 /03/20 00:00 0.0933 0.0618 
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CO 30-Day Rolling Average Data FIPs # : 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period: 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria : 1 minute(s) 

11 /04/20 00:00 0.0933 0.0614 

11 /05/20 0000 0.0933 0.0596 

11 /06/20 00:00 0.0933 0.0556 

11 /07/20 00:00 0.0933 0.0528 

11/08/20 00:00 0.0933 0.0523 

11 /09/20 00:00 0.0933 0.0532 

11 /10/20 00:00 0.0933 0.0551 

11 /11/20 00:00 0.0933 0.0597 

11 /12/20 00:00 0.0933 0.0628 

11 /13/20 00:00 0.0933 0.0696 

11 /14/20 0000 0.0932 0.0700 

11/15/20 00:00 0.0928 0.0718 

--
11 /16/20 00:00 0.0898 0.0724 

11 /17/20 00:00 0.0894 0.0721 

11 /18/20 00:00 0.0890 0.0709 

11 /19/20 00:00 0.0870 0.0712 

11/20/20 00:00 0.0851 0.0709 

---
11 /21 /20 00:00 0.0837 0.0713 

11 /22/20 00:00 0.0825 0.0726 --

----
11 /23/20 00:00 0.0811 0.0725 

11 /24/20 00:00 0.0796 0.0706 

11 /25/20 0000 0.0785 0.0705 

11 /26/20 0000 0.0769 0.0695 

-----
11 /27/20 00:00 0.0762 0.0702 

11 /28/20 00:00 0.0752 0.0732 

11 /29/20 00:00 0.0712 0.0750 

11 /30/20 00:00 0.0659 0.0771 

12/01 /20 0000 0.0584 0.0766 

12/02/20 00:00 0.0545 0.0779 

12/03/20 00:00 0.0519 0.0792 

12/04/20 00:00 0.0499 0.0795 

12/05/20 00:00 0.0485 0.0779 

12/06/20 0000 0.0471 0.0759 

12/07/20 00:00 0.0443 0.0759 

12/08/20 00:00 0.0408 0.0770 

12/09/20 00:00 0.0377 0.0770 

12/10/20 0000 0.0353 0.0770 

12/11 /20 00:00 0.0339 0.0752 

------
12/12/20 00:00 0.0325 0.0753 
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CO 30-Day Rolling Average Data FIPs #: 143 
Plant: NEW MADRID POWER PLANT-AECI Plant#: 0004 

Interval: 30 Day 
Type: Roll 

Report Period: 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

12/13/20 00:00 0.0319 0.0724 

12/14/20 00:00 0.0318 0.0762 

12/15/20 00:00 0.0302 0.0754 

12/16/20 00:00 0.0302 0.0809 

12/17/20 00:00 0.0301 0.0811 

12/18/20 00:00 0.0288 0.0824 

12/19/20 00:00 0.0288 0.0856 

12/20/20 00:00 0.0281 0.0893 

12/21 /20 00:00 0.0282 0.0917 

12/22/20 00:00 0.0292 0.0925 

12/23/20 00:00 0.0316 0.0934 

12/24/20 00:00 0.0315 0.0934 

12/25/20 00:00 0.0313 0.0952 

12/26/20 00:00 0.0311 0.0954 

12/27/20 00:00 0.0318 0.0955 

12/28/20 00:00 0.0330 0.0971 

12/29/20 00:00 0.0330 0.0993 

12/30/20 00:00 0.0330 0.1008 

12/31 /20 00:00 0.0330 0.1027 

Average 0.0424 0.0655 

Minimum 0.0191 0.0390 

Maximum 0.0933 0.1027 

Summation 15.5121 23.9594 

Included Data Points 366 366 

Total number of Data 366 366 
Points 
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Jan-20 

Feb-20 

Mar-20 

Apr-20 

May-20 

Jun-20 

Jul-20 

Aug-20 

Sep-20 

Oct-20 

Nov-20 

Dec-20 

Total Lbs. 

CO (Tons) 

Quarter 1 (20) 

Quarter 2 (20) 

Quarter 3 (20) 

Quarter 4 (20) 

Cumulative Emissions 
Plant: NMPP 

Cumulative Emissions: 12 Months ending 12/31/2020 

UNIT1 UNIT2 
CO#IHR CO#IHR 

#/HR #/HR 
78,428.39 166,591 .93 

97,548.66 170,831 .94 

85,431 .38 190,025.57 

43,643.85 138,070.42 

91,055.29 143,890.48 

107,789.92 143,971.03 

105,054.33 176,920.37 

217,709.79 275,999.64 

93,824.27 169,513.15 

271 ,505.57 8,205.45 

65,763.20 222,436.75 

75,188.85 284,383.06 

261 ,408.43 527,449.43 

242,489.06 425,931.92 

416,588.38 622,433.16 

412,457.63 515,025.27 

Report Generated: 03/17/21 15:25 Report Version 5.2 

FIPs #: 143 
Plant#: 

AECEl\svcStackVision 



Source: UNIT1 

Parameter: OPAC 

Interval: 006M 

Start 
Incident ID Date/Time 

1 07/15/2020 20:54 

2 11/02/2020 04:42 

Source: UNIT2 

Parameter: OPAC 

Interval: 006M 

Start 
Incident ID Date/Time 

3 12/08/2020 12:42 

Opacity Exceedance Events - Duration 
Plant: NEW MADRID POWER PLANT-AECI 

Report Period: 01/01/2020 00:00 Through 12/31/2020 23:59 
Time Online Criteria: 1 minute(s) 

End 
Date/Time 

07/15/2020 20:59 

11/02/2020 04:47 

Number of Events: 

Total Duration: 

End 
Date/Time 

12/08/2020 12:53 

Number of Events: 

Duration 
(dd:hh:mm) 

0d - 0h-6m 

0d - 0h-6m 

2 

0d - Oh - 12m 

Duration 
(dd :hh:mm) 

0d - Oh - 12m 

1 

Total Duration: 0d - Oh - 12m 

Standard Limit: 40 

Exceptional Limit: 60.4 

Max Value Reason Code - Description 

68.9802 07 - Other Known Causes [Excess Emissions] (07) 

60.5046 08 - Shutdown (08) 

Standard Limit: 40 

Exceptional Limit: 60.4 

Max Value Reason Code - Description 

46.0450 08- Shutdown (08) 

• Indicates duration incident could have additional data prior to the start date or following the end date. 
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Plant: NEW MADRID POWER PLANT-AECI 

Dust Collector Bypasses for January - December 2020 

Date Days Hours 

1/11/2020 18:00 

1/13/2020 0:05 1.25 30.08 

2/13/2020 15:44 

2/14/2020 9:00 0.72 17.27 

2/14/2020 12:01 

2/15/2020 9:01 0.88 21.00 

2/16/2020 12:02 

2/18/2020 10:02 1.92 46.00 

3/18/2020 12:40 

3/18/2020 15:45 0.13 3.08 

4/26/2020 9:00 

4/26/2020 19:43 0.45 10.72 

5/13/2020 12:41 

5/13/2020 14:37 0.08 1.93 

6/9/2020 15:25 

6/9/2020 17:50 0.10 2.42 

7/23/2020 6: 15 

7/23/2020 12:21 0.25 6.10 

8/13/2020 15:36 

8/14/2020 11:57 0.85 20.35 

Total Hours 

30.08 

17.27 

21.00 

46.00 

3.08 

10.72 

1.93 

2.42 

6.10 

20.35 

F/Ps #: 143 

Plant#: 0004 

Dust Collectors 

Yard Reclaim 

Crusher House 

Crusher House 

Crusher House 

Yard Reclaim 

Yard Reclaim 

Yard Reclaim 

Tripper Room 

Crusher House 

Tripper Room 




